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NOTES:

1. ALL PROPOSED WATERLINE WORK ALONG SOUTH MAIN STREET IS A

BETTERMENT TO THE SIDEWALK PROJECT AND IS FUNDED SEPARATELY

THROUGH A NYS ENVIRONMENTAL FACILITIES CORPORATION (EFC)

GRANT.

2. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG EAST

ALBION STREET IS NOT IN THIS CONTRACT AND WILL BE INSTALLED BY

OTHERS.

3. REFER TO SIDEWALK PLANS PL-1 THROUGH PL-31 FOR POTENTIAL

UTILITY INTERFERENCES.

4. NOTED TREES HAVE BEEN REMOVED, REMAINING STUMP AND ROOTS TO

BE COMPLETELY REMOVED.

5. CONTRACTOR IS RESPONSIBLE TO TRANSFER ALL WATER SERVICE STILL

CONNECTED TO THE EXISTING 8" WATERLINE TO THE NEW 12"

WATERLINE PRIOR TO ABANDONMENT OF THE 8" LINE FROM THE WATER

TANK TO BATAVIA STREET.

6. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG EAST UNION

STREET IS INCLUDED IN ALTERNATE NO. 2

7. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG PARK PLACE

IS INCLUDED IN ALTERNATE NO.1
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PROPOSED 45° BEND

STA. A10+55 (N.I.C.)

PROPOSED 8" GATE VALVE

STA. A10+53 (N.I.C.)

PROPOSED 11.25° BEND

STA. A11+75 (N.I.C.)

PROPOSED 8" DIA. PVC

WATERLINE (N.I.C.)

PROPOSED 12" DIA.

PVC WATERLINE

PROPOSED 45° BEND

CUT & CAP (N.I.C.)
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REMOVE EXISTING BEND & REDUCER AND CONNECT TO

EXISTING 8" WATERLINE W/ SOLID SLEEVE COUPLING (N.I.C.)

PROPOSED 22.5° BEND

STA. A10+69 (N.I.C.)

PROPOSED 12"x8" TEE

PROPOSED 45° BEND

CUT AND CAP

SAMPLING POINT

STA. A10+60 (N.I.C.)

PROPOSED STD. HYDRANT &

VALVE ASSEMBLY

STA. A13+45 (N.I.C.)

PROPOSED 22.5°

BEND

PROPOSED SPECIAL

HYDRANT & VALVE ASSEMBLY

SAMPLING POINT

VALVE BOX

ABANDONMENT

REMOVE EXISTING

HYDRANT & ABANDON

VALVE

22.5° BEND

8" GATE

VALVE

VALVE BOX ABANDONMENT (N.I.C.)

SEE NOTE 3 (TYPICAL)

NOT IN CONTRACT

SEE NOTE 2
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NOTES:

1. ALL PROPOSED WATERLINE WORK ALONG SOUTH MAIN STREET IS A

BETTERMENT TO THE SIDEWALK PROJECT AND IS FUNDED SEPARATELY

THROUGH A NYS ENVIRONMENTAL FACILITIES CORPORATION (EFC)

GRANT.

2. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG EAST

ALBION STREET IS NOT IN THIS CONTRACT AND WILL BE INSTALLED BY

OTHERS.

3. REFER TO SIDEWALK PLANS PL-1 THROUGH PL-31 FOR POTENTIAL

UTILITY INTERFERENCES.

4. NOTED TREES HAVE BEEN REMOVED, REMAINING STUMP AND ROOTS TO

BE COMPLETELY REMOVED.

5. CONTRACTOR IS RESPONSIBLE TO TRANSFER ALL WATER SERVICE STILL

CONNECTED TO THE EXISTING 8" WATERLINE TO THE NEW 12"

WATERLINE PRIOR TO ABANDONMENT OF THE 8" LINE FROM THE WATER

TANK TO BATAVIA STREET.

6. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG EAST UNION

STREET IS INCLUDED IN ALTERNATE NO. 2

7. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG PARK PLACE

IS INCLUDED IN ALTERNATE NO.1
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PROPOSED 8" DIA. PVC

WATERLINE (N.I.C.)

PROPOSED 8" DIA.

PVC WATERLINE

(N.I.C.)

ALTERNATE N0. 1

PROPOSED 8" DIA. PVC

WATERLINE

PROPOSED 8" GATE VALVE

STA. A15+04 (N.I.C.)

PROPOSED 8"x 8"x 8" ANCHORING

TEE STA. A15+13 (PP10+22) (N.I.C.)

END CAP WITH 2" PERMANENT

BLOW-OFF ASSEMBLY.

STA. PP9+70 (PW0+30) (N.I.C.)
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PROPOSED STD.

HYDRANT & ASSEMBLY

STA. A17+90 (N.I.C.)

SAMPLING POINT

STA. A15+01 (N.I.C.)

PROPOSED 8"x8"x8"

ANCHORING TEE

STA. A15+09 (PP10+20)

(N.I.C.)

PROPOSED 8" GATE VALVE STA. PP10+22

(N.I.C.)

SAMPLING POINT STA. A15+22 (N.I.C.)

TRANSFER EXISTING 3/4"

WATER SERVICE LINE TO

NEW WATERMAIN (N.I.C.)

SAMPLING POINT

STA. PP10+15 (N.I.C.)

CUT AND CAP (N.I.C.)

PROPOSED 8" DIA.

PVC WATERLINE

(N.I.C.)

CUT AND

CAP (N.I.C.)

VALVE BOX ABANDONMENT

(N.I.C.)

REMOVE EXISTING

HYDRANT & ABANDON

VALVE (N.I.C.)

SEE NOTE 4 (TYPICAL)

NOT IN CONTRACT

SEE NOTE 2

SAMPLING POINT STA. P10+25

(N.I.C.)

IF ALTERNATE NO. 1 IS NOT CONSTRUCTED,

PROVIDE CONNECTION TO EXISTING 4"

WATERMAIN ON PARK PLACE W/8"x4" REDUCER

ALTERNATE NO. 1

SEE NOTE 7
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NOTES:

1. ALL PROPOSED WATERLINE WORK ALONG SOUTH MAIN STREET IS A

BETTERMENT TO THE SIDEWALK PROJECT AND IS FUNDED SEPARATELY

THROUGH A NYS ENVIRONMENTAL FACILITIES CORPORATION (EFC)

GRANT.

2. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG EAST

ALBION STREET IS NOT IN THIS CONTRACT AND WILL BE INSTALLED BY

OTHERS.

3. REFER TO SIDEWALK PLANS PL-1 THROUGH PL-31 FOR POTENTIAL

UTILITY INTERFERENCES.

4. NOTED TREES HAVE BEEN REMOVED, REMAINING STUMP AND ROOTS TO

BE COMPLETELY REMOVED.

5. CONTRACTOR IS RESPONSIBLE TO TRANSFER ALL WATER SERVICE STILL

CONNECTED TO THE EXISTING 8" WATERLINE TO THE NEW 12"

WATERLINE PRIOR TO ABANDONMENT OF THE 8" LINE FROM THE WATER

TANK TO BATAVIA STREET.

6. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG EAST UNION

STREET IS INCLUDED IN ALTERNATE NO. 2

7. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG PARK PLACE

IS INCLUDED IN ALTERNATE NO.1
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PROPOSED 8" DIA. PVC

WATERLINE (N.I.C.)

PROPOSED 8" DIA. PVC

WATERLINE (N.I.C.)

PROPOSED (2) 22.5° BENDS

STA. A19+05 & A19+16 (N.I.C.)

PROPOSED (2) 45° BENDS

STA. MO10+26 & MO10+32 (N.I.C.)

CONNECTION TO

EXISTING 6" WATERLINE

W/ 8"x 6" REDUCER

STA. MO10+38 (N.I.C.)

PROPOSED 8" GATE VALVES

STA. A18+92 (N.I.C.)

PROPOSED 8"x 8"x 8"

ANCHORING TEE

STA. A18+96 (MO10+19) (N.I.C.)

CUT OUT EXISTING TEE & VALVE

AND CONNECT TO EXISTING 8"

WATERLINE W/NEW 12"x 12"x 8"

ANCHORING TEE & COUPLINGS

STA. A21+33 (N.I.C.)

CUT & CAP (N.I.C.)

PROPOSED 8" GATE VALVE

STA. A21+30 (N.I.C.)
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SAMPLING POINT

STA. A21+28 (N.I.C.)

SAMPLING POINT

STA. A19+10 (N.I.C.)

PROPOSED (2) 8" GATE VALVE

STA. MO10+23 & A19+01 (N.I.C.)

CUT AND

CAP

SAMPLING POINT

STA. A18+87 (N.I.C.)

VALVE BOX

ABANDONMENT (N.I.C.)

VALVE BOX

ABANDONMENT (N.I.C.)
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SEE NOTE 4 (TYPICAL)

NOT IN CONTRACT

SEE NOTE 2
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NOTES:

1. ALL PROPOSED WATERLINE WORK ALONG SOUTH MAIN STREET IS A

BETTERMENT TO THE SIDEWALK PROJECT AND IS FUNDED SEPARATELY

THROUGH A NYS ENVIRONMENTAL FACILITIES CORPORATION (EFC)

GRANT.

2. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG EAST

ALBION STREET IS NOT IN THIS CONTRACT AND WILL BE INSTALLED BY

OTHERS.

3. REFER TO SIDEWALK PLANS PL-1 THROUGH PL-31 FOR POTENTIAL

UTILITY INTERFERENCES.

4. NOTED TREES HAVE BEEN REMOVED, REMAINING STUMP AND ROOTS TO

BE COMPLETELY REMOVED.

5. CONTRACTOR IS RESPONSIBLE TO TRANSFER ALL WATER SERVICE STILL

CONNECTED TO THE EXISTING 8" WATERLINE TO THE NEW 12"

WATERLINE PRIOR TO ABANDONMENT OF THE 8" LINE FROM THE WATER

TANK TO BATAVIA STREET.

6. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG EAST UNION

STREET IS INCLUDED IN ALTERNATE NO. 2

7. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG PARK PLACE

IS INCLUDED IN ALTERNATE NO.1
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WATERLINE PLAN

PARK PLACE
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PROPOSED 8" DIA. PVC

WATERLINE (N.I.C.)

PROPOSED 8" DIA. PVC

WATERLINE (N.I.C.)

PROPOSED 8" DIA.

PVC WATERLINE

ALTERNATE NO. 1

SEE NOTE 4 (TYPICAL)

PROPOSED (2) 8" GATE VALVES

STA. PP10+15 & PP10+20 (N.I.C.)

PROPOSED 8"x 8"x 8" ANCHORING TEE

STA. PP10+20 (STA. A15+09) (N.I.C.)

PARK WAY
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SAMPLING POINT

STA. A15+01 (N.I.C.)

IF ALTERNATE NO. 1 IS NOT CONSTRUCTED,

PROVIDE CONNECTION TO EXISTING 4"

WATERMAIN ON PARK PLACE W/8"x4" REDUCER

END CAP W/ 2" PERMANENT

BLOW-OFF ASSEMBLY

STA. PP9+70 (N.I.C.)

TRANSFER EXISTING 3/4"

WATER SERVICE LINE TO

NEW WATERMAIN (N.I.C.)

PROPOSED 8"x 8"x 8" ANCHORING TEE

STA. PP10+20 (STA. A15+14) (N.I.C.)
SAMPLING POINT

STA. A15+22 (N.I.C.)

PROPOSED (2) 8" GATE VALVES

STA. PP10+20 & PP10+22 (N.I.C.)

CUT AND

CAP (N.I.C.)

PROPOSED STD. HYDRANT

& VALVE ASSEMBLY

STA. PP13+05

ALTERNATE NO.1

SAMPLING POINT

STA. PP10+25 (N.I.C.)

PROPOSED 8" DIA. PVC

WATERLINE (N.I.C.)

REMOVE EXISTING

HYDRANT & ABANDON

VALVE (N.I.C.)

NOT IN CONTRACT

SEE NOTE 2

ALTERNATE NO. 1

SEE NOTE 7
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NOTES:

1. ALL PROPOSED WATERLINE WORK ALONG SOUTH MAIN STREET IS A

BETTERMENT TO THE SIDEWALK PROJECT AND IS FUNDED SEPARATELY

THROUGH A NYS ENVIRONMENTAL FACILITIES CORPORATION (EFC)

GRANT.

2. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG EAST

ALBION STREET IS NOT IN THIS CONTRACT AND WILL BE INSTALLED BY

OTHERS.

3. REFER TO SIDEWALK PLANS PL-1 THROUGH PL-31 FOR POTENTIAL

UTILITY INTERFERENCES.

4. NOTED TREES HAVE BEEN REMOVED, REMAINING STUMP AND ROOTS TO

BE COMPLETELY REMOVED.

5. CONTRACTOR IS RESPONSIBLE TO TRANSFER ALL WATER SERVICE STILL

CONNECTED TO THE EXISTING 8" WATERLINE TO THE NEW 12"

WATERLINE PRIOR TO ABANDONMENT OF THE 8" LINE FROM THE WATER

TANK TO BATAVIA STREET.

6. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG EAST UNION

STREET IS INCLUDED IN ALTERNATE NO. 2

7. ALL PROPOSED WATERLINE AND ASSOCIATED WORK ALONG PARK PLACE

IS INCLUDED IN ALTERNATE NO.1
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WATERLINE PLAN

PARK PLACE

AS NOTED
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WATERLINE PLAN

SCALE: 1" = 20'
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PROPOSED 8" DIA. PVC WATERLINE

ALTERNATE NO. 1

PROPOSED 45° BEND STA. PP16+99

 ALTERNATE NO. 1

CONNECTION TO EXISTING TEE

12"x 12"x 8" TEE STA. PP17+11

ALTERNATE NO. 1

REMOVE EXISTING 8" GATE VALVE

AND INSTALL NEW 8" GATE VALVE

STA. PP17+08

ALTERNATE NO. 1
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PROPOSED 45° BEND

STA. PP17+03

ALTERNATE NO. 1

SAMPLING POINT STA. PP17+05

ALTERNATE NO. 1

CUT AND CAP

ALTERNATE NO. 1

SEE NOTE 4 (TYPICAL)

ALTERNATE NO. 1

SEE NOTE 7


